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A practical method of inhibiting propagation of chloride stress

●) corrosion cracking became a.nurgent need at the Savannah River Plant
when cracking of type 304 stainless steel tubing occurred in several
heat exchangers.1 Cracks originated on the air side of the tubes at
the inlet end of the exchangers where the tubes pass through a space
formed by a double tube sheet. In this space, the metal temperature
is approximately 90”C. Elastomer gaskets-used with a carbon-steel
spacer ring between the tube sheets contained 8$ chlorine. Some of
this chlorine apparently was leached out by atmospheric condensation
or tube leakage. The chloride-bearing moisture then dripped onto
the tube surfaces where chloride pitting and cracking occurred.

A number of severely cracked tubes were replaced, but tubes less
seriously damaged were left in service. To minimize concentration
of chlorides and further cracking of tubes, a closed recirculating
liquid inhibitor system was installed for flooding the space between
the double tube sheets. Alkaline phosphate-sulfite solution was
chosen for the inhibitor.

Concurrently, laboratory tests were begun to study chloride stress
corrosion cracking of stainless steel and methods of inhibiting

,. such cracking. Laboratory tests of the phosphate-sulfite inhibitor
were included. Various phases of the program were carried out by
the Savannah River Plant Engineering Assistance Section, by the

. Savannah River Laboratory, and by the Engineering Research Laboratory
of the Du Pent Company in Wilmington, Delaware. This report summa-
rizes results of tests performed by the Savannah River Plant Engi-
neering Assistance Section. The tests included studies of

1. Methods of preventing chloride stress cracking and inhibiting
propagation of existing cracks.

2. The propagation of existing cracks in hot air, dry sodium
chloride, boiling water, and steam.

3. Methods of quantitatively measuring crack propagation during
laboratory tests.

4. Possible damage to stainless steel and carbon steel by acci-
dental concentration of inhibitors.

Period covered: October 1960 to March 1962.
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Summary
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An alkaline phosphate-sulfite solution prevented
gation of existing cracks in laboratory tests on U-bend samples ex-
posed 1478 hours in water containing 100 ppm Cl- at 90”C. Field
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operating experience with a solution cOntainiag 1400-1600 ppm FO~j
!jO-100ppm S03, ad 2.000pPm (max) S04 at a ‘PHOf 10.5 - L1.o
indicates that existing cracks in heat exchanger tubes are not
-propagating,

Other laboratory tests on tYPe 304 stainless steel were performed
to evaluate alternate inhibitors which would not require PH control
or oxygen scavenging. These tests were performed in boiling 42
~rt~ MgC& and in boiling water containing 100 ppm Cl- (as NaCl).

Test results are summarized below:

1.

3.

4.

50

6,

In boiling solutions containing 42 wt ~ MgC12, cracking and
propagation of existing cracks was prevented by:

a. Cathodic protection with zinc or aluminum anodes, provided
electrical contact was not destroyed by corrosion.

b. Cathodic protection with an impressed current of 10-4

c. The addition of 10 wt ~ sodium nitrate as a chemical
inhibitor.

amp/cm2

Cracks produced by one-hour exposures in boiling 42 wt $ MgCIS
did not propagate when samples were cleaned and transferred to:

a. Boiling distilled water for 2414 hours.

b. Steem at 200 psig and 300 psig for 696 hours and.264 hoursp
respectively.

co Dry air at 170” to 200”C.

No cracking occurred nor did existing cracks propagate in
samples buried.in pure dry sodium chloride at 90”C for 51.0ho-~rs,

In boiling water containing only 100 ppm Cl- (as NaCl)~ samples
cracked within 310 hours when immersed.,and when suspended
above the solution such that the condensate (1,O - 1.5 ppm Cl-)
dripped onto the stressed surface. Propagation of existing
cracks occurred at a slow rate under these same conditions.

Samples exposed in,exactly the manner described.in.i-km 4
above, except that the solution contained 10 wt ~ sodium nil;ratej
showed no evidence of cracking or crack propagation after 1910
hours of ‘exposure. The dripping condensate in this test cont-
ained 1.0 - 1.5 ppm Cl- and 0.5 - 1.0 ppm NOS.

Type 316 stainless steel wires used to suspend samples above
the uninhibited boiling water in tests described above were
cracked after 929 hours. Identical wires used to suspend.
samples above the nitrate-inhibited water shOwed no e.~idenceof
cracking or corrosion after the same period.

..,,
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7. In tests to determine possible corrosion damage by accidental

‘>
concentration of inhibitors, stressed and unstressed samples of
type 304 stainless steel were not damaged by exposure in boiling
60 wt ~ solutions of sodium nitrate, boiling 50 wt ~ sodium

.,
phosphate-sodium sulfitej and boiling 43 wt $ sodium metasilicate.

Discussion

INHIBITING CRACKING OF HEAT EXCHANGER TUBES

After metallurgical investigation revealed that ruptures of type
304 SS tubes in two large heat exchangers were caused by chloride
stress corrosion cracking, other similar heat exchangers were
thoroughly inspected. Varying degrees of corrosion and chloride
stress cracking were observed in many tubes in the space between
zhe double tube sheets at the inlet end of the exchangers. Eoweverj
no cracks were detected at the exit end or in the main body of the
heat exchangers. Severely cracked tubes were replaced, but less
seriously damaged tubes were left in service to avoid costly
shutdowns...\

In view of other experiences2-g with chloride stress corrosion
cracking under conditions which favored concentration of chloride

. ions, action was taken to minimize the further concentration of
chlorides on these heat exchanger tube surfaces. Special 10w-
chloride elastomer gaskets were installed with the carbon steel
ring in the space between the double tube sheets, and the space
itself was made part of a closed, recirculating liquid inhibitor
system.

A review of the literature revealed that previous work on inhibiting
chloride stress corrosion cracking was most,lyl+imitedto boiler
water treatm~nts and elimination of oxygen. - Based on the work
of Williams, and of Phillips and Singleyj1> alkaline sodium phos-.
phate water with sodium sulfite added to scavenge oxygen was chosen
for startup of the inhibitor systems. The composition of this
inhibitor solution was 1400 - 1600 ppm P04~ 50 - 100 ppm SOs$
2000 ppm (max) SO~, and pH 10.5 to 11.0.

,.

When the decision was made to use this inhibitor solution~ labo-
ratory tests were started to evaluate its effectiveness for ar-
resting propagation of existing stress corrosion cracks. No crack
propagation occurred in these tests (see table 4).

Operating experience with alkaline phosphate-sulfite water inhibitor
has indicated that existing cracks in heat exchanger tubes are not
propagating. Some tubes have actually stopped leaking, indicating
that the cracks have been plugged with corrosion products or other
unidentified matter in the system.

w’,__ __



INHIBITING CRACKING IN LABORATORY TESTS

Experimental Procedure and Techniques

U-bend samples stressed to plastic yield were used i~ all laboratory
tiests. Stresses in this type of sample are complex, and for this
reason U-bend samples may be unsuita~le for fundamental studies in
which stress is a primary variable.1= However, in this work U-bend
samples are appropriate because they simulate the complex situation
that exists in heat exchanger tubing. Heat exchanger tubes have
cold worked areas in the region of the tube sheet where stresses
probably cover a broad range up to the yield stress. Also, U-bend
Sa.mPleSare easily fabricated and are especially Convenient for

multiple-sample tests.

The samples were cold formed from 3-1/2 X 3/4 inch strips, sheared
from a 16-gauge sheet. Type 304 stainless steel nuts and bolts
(not insulated) were used to stress the samples. Except for some
preliminary tests with type 304L, all samples were type 304 stainless
steel. The analyses of the steels are presented in table 1, and
typical samples are illustrated in figure 1. Samples used to test
the ability of inhibitors to prevent propagation of existing cracks
were cracked in boiling 4@ MgClz for 1/2 to 1 hour and then washed
thoroughly in running water prior to exposure in the inhibitors. A
sample typical of those used in crack propagation tests is shown in
figure 3.

Tests were performed in wide-mouth Erlenmeyer flasks fitted with a
“Pyrex glass “cold finger” condenser to prevent loss by evaporation.
Techniques for following propagation of existing cracks included,
(a) measurement of electrical resistance of samples using a COr-
rosometer, (b) measurement of the load required to produce a con-
stant deflection of the legs of U-bend samples, and (c) measurement
of the deflection produced by a fixed load applied to the legs of
the U-bend samples. Attempts to correlate crack depths measured
metallographically with measurements made by methods (a) and (b)
were discouraging. Method (c) proved to be satisfactory when
supplemented with careful visual inspection and metallographic
sections, as discussed below.

Measurements of deflection under a fixed load were obtained using
a standard Rockwell Hardness Tester to which minor modifications
were made, as illustrated in figure 2. A Rockwell indenter and
anvil were each fitted with a 10 millimeter diameter Brinell steel
ball brazed in position. Indentations for consistent seating of
these modified Rockwell anvils were made on the U.-bendsamples
(located as shown in figure 1) using a Brinell tester (10 millimeter
diameter steel ball and 500 kg load). The deflection measurements
were obtained as fOllOws:

1. Seat the semple on the Rockwell matched anvils by applying the
minor load.

,. I
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2. Zero the dial gage,

3. Apply the major load (only the weight of the beam in this test).

4. Read.deflection as the number of dial gage units traversed by
the pointer during application of the major load.

The deflection readings obtained by this technique were correlated
with crack depths measured metallographically on samples expose$l
for various times in boiling 42 wt ~ MgClz. The relationship be-
tween crack depth at the midpoint of the U-bend crest and time of
exposure in Mgc12 is shown in figure 4, Figure 5 shows crack depth
versus percent change in deflection. The deflection readings be-
came less sensitive as the number and depth of cracks increased.

An obvious wea.kness of this method for following crack propagation
in weak aqueous solutions is that any one of the many cracks produced
initially in boiling MgClz could penetrate locally without seriously
affecting the mechanical strength of the specimen. However, when
localized crack propagation occurred, a rust colored corrosion
product invariably accumulated along the crack at the surface of
the sample. This was confirmed by metallographic sections (compare
figures 7 and 9). Therefore, in tests in weak aqueous solutions
deflection measurements were used only to confimn that no gross
crack propagation had occurred.

Preliminary Screening Tests

At the beginning o? this work, screening tests were run in several
different chloride concentrations using type 304L stainless steel
U-bend samples. These tests were performed to choose a solution for
further detailed tests and to survey various metal nitrates as
possible inhibitors. Test results are summarized in table 2. Du-
plicate samples were rum in every test.

Boiling solutions of 4X MgC12, 45% MnC12, and 19? FeC12 + 18?
FeCl~ were tried. Only a few tests were run in FeC12 + FeC13
solutions because they were highly acid and corroded the samples
severely. The 4@ MgC12 caused severe cracking in short times with
negligible corrosion of the stainless steel. Severe cracking also
occurred in 45% MnC12, but longer times were required and the
stainless was slightly corroded.

Various metal nitrates were added to the different chloride so-
lutions to test their ability to prevent cracking. The nitrate
ion was shown to be beneficial. Among the metal ions, silver in
sufficient quantities converted all free chloride ions to insoluble
AgCl and thereby prevented cracking. The presence of copper always
resulted in severe corrosion of the stainless steel. Except for
these, there were no striking effects which could be attributed to
the various metal ions, and no attempt was made to rate th~ir
relative activity.
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Boiling 4% MgClZ was chosen for further detailed tests because of
the short times re uired for cracking and also because of published

2information’z’‘“’ on the
in this solution,

Tests in Boiling 42% Mgc12

Results of these tests are

behavior of austenitic stainless steel

presented in table 3.

Cathodic protection was investigated, both with aluminum and zinc
sacrificial anodes and with impressed current. The chemical in-
hibitors tested in boiling 4@ MgC12 were sodium nitrate and sodium
metasilicate. Organic chemical inhibitors were not investigated
because of unsatisfactory resuits reported by Phillips and Singley.11
Also, oxygen-scavenging inhibitors were not investigated because
Uhlig and Lincoln14 reported that cracking occurs in MgC12 in the
absence of oxygen.

Cathodic protection with zinc or aluminum washers attached to the
legs of the U-bend samples prevented cracking and propagation of
existing cracks, provided the sacrificial anode was not completely
corroded away or the electrical contact was not broken by corrosion
product buildup. Both zinc amd aluminum anodes corroded severely
in the boiling 4@ MgClz.

Cathodic protection with an impressed current of 10-4 amp/cm2
prevented cracking a,ndcrack propagation for exposure times up to
129 hours. A current density of 10-5 a.mp/cm2was insufficient
yrotection and samples cracked within 1-1/2 hours. These results
are in good agreement with Uhlig and Lincoln,14 who reported that
cathodic polarization with current densities of 3 X 10-5 a.mp/cm2
prevented cracking within the maximum time of their tests (24 hours)
in boiling 4@ MgCle.

The fact that cracking and propagation of existing cracks cam be
prevented by cathodic protection demonstrates the vital role played
by electrochemical corrosion in chloride stress cracking. Stress
alone did not cause propagation of existing cracks.

Although cathodic protection may in some field applications be a
feasible method for preventing chloride stress corrosion cracking,
this method is not practical for protecting large multi-tube heat
exchangers.

Chemical additions of sodiun metasilicate up to 1 ti ~ did not
inhibit cracking in 427$MgC12. Also, U-bend ssunpleswhich were
dip-coated in 43% sodium metasilicate and allowed to dry prior to
immersion in MgC12 cracked within one hour.

Although sodium nitrate additions of 1 wt ~ and 5 wt ~ did not in-
hibit cracking, addition of 10 wt ~ sodium nitrate inhibited cracking
and propagation of existing cracks in tests of 584 hours duration.
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Some slight pitting of the stainless steel occurred but metallogra-
phic examination revealed no cracking, as illustrated in figure 6.

The exact mechanism by which the nitrate ion inhibits cracking is
not known. Obviously the addition of 10 wt $ sodium nitrate repre-
sents a substantial change in the composition of the testisolution
and goes far beyond the normal range of compositions used for
chemical inhibitors. A precipitate formed in the boiling solutions
of 5 wt ~ and 10 wt $ sodium nitrate in MgClz. This precipitate
was analyzed as primarily sodium chloride. However, the availability
of chloride ions for producing chloride stress corrosion cracking
should not be significantly affected by precipitation of sodimn
chloride. Stoichiometric calculations indicate that if all sodium
‘~ereprecipitated as sodium chloride, the chloride ion concentration
in solution would be reduced to about 8@ of the original concen-
tration. Furthermore, the addition of sodium nitrate made the
boiling MgClz solution more acid, as revealed by pH estimates made
using Hydrion paper. This was substantiated by pH meter readings
of samples of condensate collected from the boiling solutions.
Condensate PH values were more acid than the solution, as follows:

Boiling Solution Solution pH* Condensate pH~

42 wt Z MgC12 2.5 1.9
42 wt $ MRC12 + 5 wt ~ NaNOs 2.3 1.8
42 wt ~ MgC12 + 10 wt % NaNOs 2.1 1.3

* Estimated, using Hydrion paper.
~ Meter readings at room temperature.

Other investigators~13 have repOrted that increasing the acidity

of boiling 42$ MgClz by HC1 additions decreased time of exposure
required for cracking to occur,

The inhibiting action of the nitrate ion may be due to a polarizing
effect on the anodic reactions which occur during corrosion. The
effect of nitrate ions on pitting corrosion of stainless steel has
been discussed in detail by Greene and Fontana~16 These authors
reported that, “nitrate inhibits pitting corrosion only when it is
present prior to, or possibly during the early stages of, pit
growth. Nitrate ion stimulates growing pits except when present
in high concentrations (1.0 molar).”

Tests in Weak Aqueous Solutions

Results of these tests are presented in tables 4 and 5.

Tests were made in weak aqueous solutions (1) to determine the
effectiveness of the alkaline sodium phosphate-sulfite water for
inhibiting propagation of existing chloride stress corrosion cracksj
and (2) to evaluate sodium nitrate and sodium metasilicate as possi-
ble alternate chemical inhibitors which would not require elimination
of oxygen and/or pH control.

,., .,’~ -:7.
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Samples for crack propagation tests were initially cracked in boiling
42% MgClz (1/2 - 1 hr), washed thoroughly, end then exposed along
with untracked samples in the test solutions. In order to simulate
conditions which could occur in an inhibitor system vapor phase,
samples were also suspended above the hot solutions such that the
condensate dripped onto the tensile-stressed surface of the U-bends.
The inhibitors were evaluated in chloride-free water and in water
containing 100 ppm chloride ion (as NaCl).

Cracking and crack propagation occurred in both immersed and sus-
pended samples in uninhibited water containing 100 ppm chloride ion.
The pH of the water was 5.0 - 5.5. Also, stainless steel wires
(types 316 and 304) used to suspend the samples in the vapor phase
of this solution were cracked within 929 hours. These results were
surprising because of the low chloride level and low temperature.
Also, the stresses in the wires were only residual stresses plus
the weight of the sample.

Cracking and/or props.gation of cracks under these conditions was
always evidenced by a visible red-rust corrosion product buildup.
Figure 7 illustrates this on a sample which was immersed in un-
inhibited water (100 ppm Cl-) after being initially cracked in
MgC12. The sites of active corrosion cracking are clear. An
initially untracked sample, which cracked at an area of localized
corrosion while suspended in the vapor phase, is illustrated in
figure 8. This sample was never immersed in the liquid but was
wetted by condensate which contained only 1.0 - 1.5 ppm Cl-. In
this case there was evidence of microscopic corrosion pits from
which cracks initiated (see metallographic section in figure 8).
The abundance of oxygen in the vapor phase probably stimulated
corrosion pittin~$ 17; chloride ions.could then concentrate in the
pits to a“degree sufficient to cause cracking.

Other initially untracked samples developed rust spots along the
sheared edges, and metallographic sectioning confirmed cracking
had occurred. This confirms reports of other investigators that
cracks initiate most readily in cold-worked metal: Scharfstein snd
Brindl.ey35reported that chloride stress corrosion cracking occurs
in low-chloride water below the boiling temperature. In their tests,
the pH was 6 - 8, but the beneficial effects of the phosphate ion
in more alkaline solutions of pH 10 - 11 were discussed.

In the present work, tests of the alkaline sodium phosphate-sulfite
water inhibitor were run both with and without a nitrogen blanket
to protect against loss of the sulfite. No propagation of existing
cracks occurred in any of these tests (table 4), indicating that at
this low-chloride level, the alkaline phosphate solution without
oxygen scavenging was sufficient to inhibit crack propagation.

The addition of 10 wt ~ sodium nitrate to water containing 100 ppm
Cl- prevented cracking and crack propagation in both immersed and
suspended samples (table 5). The PH of the 100 ppm Cl- water changed,
but only from 5.6,to 6.0 when nitrate was added,. The condensate
from these inhibited solutions contained 1,0 - 1.5 ppm Cl- and

I
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0.5 - 1.0 pm NOS.. The fact that samples and wires in the ~apor
phase did not crack in these tests indicates that a considerably
lower concentration of nitrate ion would inhibit cracking in weak
aqueous solutions. This was not investigated in the present work.
However, Phillips and Singley”l1 reported that cracking did not
occur in type 347 stainless steel in tilting autoclave tests at
500”F when the mole ratio of nitrate to chloride was at least unity
and pH was higher than 10.5.

Tests using sodium metasilicate were limited to concentrations of
100 ppm and 1500 ppm. Evidence of localized corrosion attack (spots
of red rust) appeared on all samples except those immersed in water
containing 1500 ppm of the inhibitor (table 5).

Propagationof ExfstingCracks

While tests were being conducted in concentrated chloride solutions
and in weak aqueous solutions~ other tests were performed simultane-
ously on samples initially cracked in MgClz to determine the tendency
for existing chloride stress corrosion cracks to propagate in the
following environments. !Jrmrackedcontrol samples were similarly
tested.

Hot dry air (l?OO - 200°C )
Pure dry sod~um ch:.oride(90”C)
Boiling distilled water (1OC”C)
Steam [200 psig (197°C] - 3C0 psig (2i6”C)]

No cracking or crack propagation occurred in hot dry air or dry
sodium chloride, although in both envira.mnentsexisting cracks were
oxidized (see table 6),

Exposures up to 2414 ho,~.rsin boiling distilled.water caused only
slight staining of the surface around existing cracks, as illustrated
in figure 9. Very slight increases of defl.ectior,under fixed load
were observed, but.metallographic examination of sections through
several samples revealed no evidence of crack propagation. Some
yawning and oxidation of existing cracks was noted..

There was no evidence of crack propagation in s=nples expcsed 696
hours in steam at 200 psig or at.300 psi.gfor 264 hcurs. The de-
flection measurements actually were slightly less after exposure
in steam. The existing cracks were filled with oxide, which would
prevent them from serving as crevices in which chloride ions could
concentrate, No new cracks were detectecijprobabiy because the stem
eontained less than 1 ppm Ci“~ the temperature was lowj and altern,ate
wetting-drying did not occur.

These test results demonstrate that continued electrochemical cor-
rosion is required for propagation of existing cracks. Electro-
chemical corrosion did not occur in the absence of water~ and the
corrosion in distilled water and steam was insufficient to propagate
cracks.

>... ,.
.,
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Corrosion Damage by Inhibitors

Tests were perfO~ed tO dete~ine the degree Of POssible cOrrOsiOn P
damage to type 304 stainless steel and type 1020 carbon steel, if
the chemical inhibitors under investi=ation were accidentally con- 1

centrated within the aqueous inhibitor system. Results of ‘&ese
tests are presented in tables 7 and 8.

stressed and unstressed twe 304 stainless samples were exposed for
1066 hours in boiling sOlutions of concentrated sodium nitrate and
sodium phosphate-sodim sulfite (table 7). %.mples exposed in a
concentrated solution of sOdim metasilicate were discontinued after
40 hours when the flask dissolved. None of the samples tested
showed any corrosion damage. However, the samples exposed in sodium
phosphate-sodium sulfite were covered with a thin, gray-white film
which was very adherent though porous. This film could not be re-
moved by brushing in soap and water> but was successfullyremoved ““
at the end of the test by alternately dipping the samples in a
pickling solution of 10 ml H2S04 (SP gr 1.84), 3g NaCl, ~d 90 ml
of H20 at 160” - 180°F and brushing in water. The surface of the
stainless steel showed little evidence of corrosive attack and the
corrosion rate of the samples ranged from 0.00004 to O.00005 inch
per month.

Stressed type 304 stainless samples with carbon steel bolt couples,
and unstressed carbon steel samples, were exposed for 638 hours in a
boiling solution of 10 h ~ NaNOs (table 8). The staifles~ s~Ples
were stained where they made contact with the carbon steel bolt,
but they showed little evidence of corrosive attack (see figure 10).
However, the carbon steel bolts were stained and slightly corroded
as evidenced by corrosion rates varying from 0.00031 to 0.00040
inch per month. The unstressed carbon steel samples were also
stained and slightly corroded, with corrosion rates varying from
0.00015 to 0,00017 inch per month.
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Table 1

Element,* wt %

c
N
Cr

Ni
Mn
Si

Cu
P
s

Chemical Compositions* of Stainless
Steels Used in Laboratory Tests

AISI Type 304
(J & L Heat No. 57191)

0.052
0.006
18.62

9.10
1.64
0.47

0.24
0.015
0.018

AISI T~e 304L
(Armco Heat No. 67381)

0.040
0.003

17.85

9.49
1.28
0.50

0.16
0.011
0.015

* Check-amalyses on mill-finished sheets.
Ladle-analyses were not readily available.

Table 2. Preliminary Screening Tests on T~e 304L U-Bend Samples

solution

42$ !@Cl,
42$ t@C1, + 5$ C“(NO,),
42$ w.C1, + 5$ Fb(NO,),
42% MBC1, + 5$ Z.(NO.),

45$ WWC1*
45$ Ml>cl=+ 55 C.(No,),
45$ MIC1, + 5$ Pb(N03).
45$ mC12 + 5$ Zn(N03)Z

19$FeCl* + 18$FeCl,
19$ FeCl,. 18$ FeCl,+ 5% CU(N03),
19% FeCl. + 18$ FeCl, + 5$ Pb(N03).
19% FeCl= + 18$ F,C13 + 5$ Zn(1103)2
19$ FeCl, + 18$ FeCl. + 5$ Sn(N03),

~
61
61
61
61

61

:
61

22
22
22
22
22

22
72
72
65
42
49
72

1072
952

Rewlt s
Stress Cracking General C.,,..?.”

V,,> SW,,+ cIatker3
Cracked but not broke”
Cracked but not broxen
S,Ver,lY cracked

Severely cracked
Cracked, not broken
N. cracks
NO cracks

S.”.,,1, cracked

No cracks

Severely cracked
Many cracks, none penetrated
No ,x’acks
S,”==,lj’cracked
Severely cracked
N. crack.
No crack,
No cr.cks
No crack.

Slightly st.inei
Slightly corroded
slightly stained
S1i@tly stained

stained, slightly corromd
severely mr,oded
Stained, slightly corroded
stained, slightly corroded

Severely corroded
samplesdissolved
Sample. dis.olved
Smple. disml.ed
Severely corroded

Slightly corroded
Slightly corroded
Sli.htl, stainec
S1i~htly stained
severely corroded
Slightly stained
Slightly corroded
Slightly corroded
Slightly corroded

●

—
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Table 3

“>

+ ,.,,-,.m.,,C,,.”
,,..washer,g
2.?
2.3
4.9
5.8

,,,?
15.,

mom6,5 A, w~~he~,g

0.6
1.4
1.3

Inhibiting Chloride Stress Corrosion
Cracking in Boiling 42% M+jClz

,“. Cha,We
,“ Def,e.t
J!?LL

>,00
>,00

+8,2
.9.2

+5.7
0

>,’)0
>100

.2.5
,5.2

>100
>100

,,6.2
+,.5

%,00
>,00
>,00
>,00
>,00

%100
X1OO
>,00
>,00

+6.,

N., am Typ
0, sample,

,,..,
&

20

a
,36

,36
’336

547
,47
817
817

?,,8
,,,

1.5
12,

1.5
,,5
,.5
,,5
16

1.5
1.5
,5,0
,5.0
584

, u“. r.,k..
, .,..,,,
, Imcr..ke.
, .,.,,,,

, unmacke.
, .,.,,4
, uncr.ck,.
1 cracked

TWPBS05,1 W. 5$ z.)washer,. , “,TU’.cked
2 cracked

, uncracke.
2 um.,Xx..

2 “mC,.m.ed
2 cracked
2 ““cracked
2 cracked
2 ““cracked

-4

.6,,

PropagationTable 4. Inhibiting )f Existing Cracks
With Alkaiine ~h=sphate-Sulfite Water*

Exposure
Time, hr

Avg Change in
Deflection,Sample Location

Immersed in

Liquid

Immersed in
Liquid

Suspended in
Vapors
(Condensate
Dripping)

Atmosphere

Nitrogen
Gas Blanket

Nitrogen
Gas Blanket

Air & Vapors

C1-ppm l’empj“C

o 90

100 90

1478

1672

954

+1.7

-0.4

100 60-90 2.6

Immersed in Air & Vap~rs
Liquid

100 100 954 1.2
(Boiling)

* P04 = 1400 - 1600 ppm
S03 = 50 - 100 ppm
S04 = 2000 ppm (max)
PH = 10.5 - 11.0

** 4 cracked samples in each test. There was
na ~ra~k propagation in any or the tests.



Table 5. Inhibiting Stress Corrosion Cracking in Boiling
Water Containing 100 ppm Chloride (as NaCl)

i

->
AVE Chum, in

91..>h, B,lect, on, z Remarks

310
1910

310
1910

S,O
1910

310
1910

256
1910

256
1910

256
1910

256
1910

229.

2294

:;

tlj
(3)
(1)
(3)

(1)
(,3)

(1]
(3)

(1)
(3)

(ij
[3)

(1)
(3)

4+3.1
+4.9

0
,5.0

-8.2
+7.4

+,.8
+6.6

+,,6
-2.6

.2.0

.1,4

+1.-,
+2.6

.5,5
,0.6

,13.6

.9.5

+6.6

+,.2

.4.6

,11.1

.5.7

+7.0

No.,

1!.”.

Non,

None

?1..03

N.No,

Mm,

N. NO,

Na.sm,

l,.=slO,

N.,S1O,

m,sio,

Na. SiO,

!!..s,0,

N.,sio,

Na, SiO,

4 (cm=k~d) im=?=d

4 (cr~.~.d)SUSPende~in
vapors (condensatedripping)

4 (u”cmkea) ~mer,.d

4 (.”.r.cxe.) W.>>enaedin
vamr. (condensatedriml”g)

, (.rac,kei)I,mlerseh

4 (macket) suoPe”ded1“
“.,.,s [Cmlens.te dripping)

1 (.nc-.ked) timed

1 (W.=.kefi) ..sP~nd~din
vapors (cmde.mte dripp,.”g)

1 (cracked)mmerse.

1 (ma.k~a) ..sp~naehi.
vapors (cmde”s=te d=lPP1msl

1 [Unmmked) bmemed

1 (..cr=.ke*) s.oPe.deain
vapor, (cmde:mte dripping)

1 (cracked)Imerse*

1 (cra?ked)mnPefidedin

r
I

L

{

Corrosion spot. .1OW shearededge., imh.ated
cr.ckin~.

2294

2294

2294

2294

2294’

229,

L@t corrosionstains around cracks
-,

COrro.ion .,oduct build”. i. SO..,

Table 6. Propagation of Existing Cracks

Ch..nw In
Deflection, $

Time, hr RCUWX A“&—

No. .“a Tm ,
Rm’iroment m“ Sam@es Tern], ‘C

BTY Air 3 (cracl~ea) 170 - 20<

Remarks

Oxidation .f a“rface
and in crack,, No
Prolw.sation.
oxidation of Sul-r.ce

Oxidation in cracks. m

Prmamt ion.
No OXilation

very light .tain round

m4

384

310

S1O

2414

2414

144

264

696
336

-3.6 to +0.8 -1.7

Dry kir 3 (Un.mck.d ) 110 20C

m?, Dry mcl 2 (.racke~) 90 95

Pure Dry Necl 2 (~c=cked) 90 95

Boiling Distilled water 12 (cracked) 100

Boili.@ Distilled water 12 (untracked) mo

Steam at 300 psig 6 (cracked) 216

stem at SOo pig 6 [c,..W.) 216

-4.1 to -2.7 -3.4

-2,7 to +11,5 +8,0
,0.. cl-.,x. No pmpa
,gation (See figure 9).
NO creek. or corrosion. ●0 to +12,5

.17.3 to +17.1

+4.5

-2.0 slategray oxide 0“ ,Lu-

face ma in cracks. N.
P,W. K.=0.
Sal”ea, above 4.28.4 to -4.6

-17.5 t. -4.5
0 to +1.9

.13.3

-9.0
+0,’3

Stem at 200 Psig 6 (cracked) 1~7
stem at 200 psi8 6 (cracked) 197

S.”, a, above.
Slate-gmy oxide on ,“rrace



‘“3

B%
,,3

B,,
,,5

b

sample.—
C78

C79

C80

C51

~ C52

C53

I*

I,’
.1

Table 7. Corrosion Damage to Stainless Steel by
Concentrated Inhibitors

m “-,,”. mm, 2,
s. “-BemJ )hNo. ,5
s, “.Bend NONo,
s, u.,.”. NaNo, ::

m “-B.”, PO.-8O, ,m
X5 “-,..6 m.-wz 5W

Ss u-,.”. N.#o, ,,

w “.,.., Nazsio, 4,

Ss Flat P1.te u..., ,5
SS mat Flat, mm. ,5
SSFlat Plate ..,,, ,,
SS Flat Plate NSN.a GO

SS PI., p,.,. N.-so. 5P
Ss met Plate PO.-soa S&

w met Plate Na,sm,
S8 Flet Plate ,,a,si0, 2

10.
la
,12
112

,0,6 +0. ‘30,3
,0,6 .0.0001

10G6 +,.00,6 H ,.damage .,’ .0,..s,.”
10,6 +,,000,

,06,
10,,

,,00005 { .=,-h, film ,m’”le,*,c,
-0.0412 0.CX30C6
-0.043, ,,.sremoved., ,“. ., test.

+0,Oooz
+0.00,4

-0.0002

/

1,....... or corrosion.
-0.000,
+0.0001
+0.0002 .

Table 8. Corrosion Damage to Carbon Steel and
Stainless Steel-Carbon Steel COW@eS
by 10 wt $ NaN03 in Water

Solution we Lght
Description Temp, “C ‘rime hr ties, g— - —

SS U-Bend

Cs Bolt

Ss u-send

CS Bolt

55 u-Eend

Cs Bolt

CS Flat Plate

CS Flat Plate

CS Flat Plate

100 638 0.0057

0.0685

100 638 0.0058

0,0891

100 638 0.0048

0.0763

100 638 0.0549

100 63S 0.0501

100 638 0.0569

Corrosion

Wt., in .[mo

0.00001

0.00031

0.00001

0.00040

0.00001

0.00034

0.00016

0.00015

0.00017

Remarks

No visible corrosion - stained
where in contact with bolt.
Stained and slightly corroded.

No visible corrosion - stained
where in contact with bolt.

Stained and .li&htly corroded.

No visible corrosion . staine6
where in contact with bolt.

Stained and slightly corroded.

Stained a.n~ slightly corroded.

Stained and slightly corroded.

Stained and sligltly corroded.
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ADPrsx lx Neg EA. 5593. A

FIGURE 1. TYPE 304 STAINLESS STEEL U-BEND SAMPLES USED IN CHLORIDE STRESS

CRACKING TESTS. N.ie positioning indentations for seating deflection tester anvils.
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Neg EA. 6’356. A

FIGURE 2. METHOD DF MEASURING U-BENO SAMPLE DEFLECTION. Note the anvil and

indenter of +he hardness tester have been replaced by 10 mm diame+er steel-ball anvils

for posiri.ning the sample. Only ?he weight of the beam was used for the mo)or food.
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@Prox 5X Neg EA-5505. A

m

FIGURE 3. TYPICAL CRACKED sAMPLE USED IN CRACK PROPAGATION TEST. This degree

of .r. ckl. g w.. produced by 1 hour exposure in boiling 42% MgC12. %c+ion was through the

middle of the swnpfe.
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AVLI Depth .{ Crocks, inch

0.025,

0.020

/’

e

7
0.015

0.010
●

0.005

0
15 30 45 60

Minutes i“ MsC12

FIGURE 4. CRACKING OF TYPE 304 STAINLESS STEEL IN BOILING 42% MgC12

;,

,
&

A.g Depth of Crocks, inch
0.025

I I I I I

0.020-

:: ●/ ‘~ “-.

0.005—* /

o I I I I I
20 40 60 80 100

I -1
d

FIGURE 5. RELATIONSHIP

% Increase 1. Oeflecti.n

BETWEEN CRACK OEPTH ANO FIxED-LOAD DEFLECTION

.—— —
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APP~ox 250x Electrolytic OX.li G Acid Etch Neg EA-5501-A

FIGURE 6. SECTION THROUGH CORROSION PIT IN TYPE 304 STAINLESS STEEL U.BENO SAMPLE.

This sample was exposed 416 hours in boiling 42% MgC12 inhibited with 10% N.N03. There was no

.vide”ce of chloride stress corrosion cr. ckiog. Pit depth was 0.0016 inch.

(,
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APPFOX 5X Neg EA-55S1-A

21

l.pprox100X Neg EA-6959-A

FIGURE 7. PROPAGATION OF EXISTING CRACKS EVIDENCEO BY CORROSION. Somple

was initially cracked In boiling 427. MgC12, then exposed 310 hour, i. b.ili. g w.f. r

co. t.ining 100 ppm Cl- (.s N.Cl). Section was through corrosion product buildup.

-“’”- ,,,,~,h*,,,,ED
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Amrox 5x Neg EA-5624-A
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\ < >.., ‘.!.
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Neg EA.5625. AmPPox 150x

FIGURE 8. LIJCALIZEO CORROSION AND CHLORIDE STRESS CRACKING ON TYPE 304
STAINLESS STEEL U-BEND SAMPLE. This sample w., suspended 310 hors in the

vapors above . boiling w.ter solution containing 100 ppm Cl-.
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APPPOX5X

Approx 100X Neg EA-6964-A

FIGURE 9. CRACKED TYPE 304 STAINLESS STEEL U-BEND SAMPLE EXPOSED 2414

HOURS IN BOILING DISTILLEO WATER. Sample w.. cracked initially in boiling 42%

MqC12. Not. rnet.ll. gmphic secti.. shows some widening .f ..isti.g .r. ck b.t . .

p,. p.9. *i...

.! ...,
/,. ,
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APProx lx Neg EA.5650-A
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FIGURE 10. TYPE 304 STAINLESS STEEL U-BEND SAMPLES cOUPLEO WITH CARBON STEEL

BOLTS AFTER 638 HOURS IN 10 WT % NaN03. Note staining of carbon sieel bolts. CO,,., )..
r.!. of the c.rbon sieel was .ppro. irn. !ely 0.00035 inch per month.




